DOCUMENTATION FOR ELECTICAL SAFETY REVIEW OF MINOS DETECTOR SYSTEM AT THE MINOS NEAR DETECTOR HALL

Date Prepared:  April 13, 2004

Contact: 
Peter Shanahan



shanahan@fnal.gov



X8378



LDP: 630-218-3907

Location:
MINOS Near Detector Hall (Underground)

Equipment:
The MINOS Near Detector front-end, clock, high voltage, readout and data-acquisition system.  This includes 4 racks of commercial equipment, and 35 racks of VME and NIM electronics designed by the MINOS project.  
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Comments and summary from the MINOS internal safety and quality control review for the PMT boxes follow.

Comments and summary from the MINOS internal safety and quality control review for the Byra RPS controller power modification follow.

Comments and summary from the MINOS internal safety and quality control review for the PIN Diode Auxiliary cards follow.

Comments and summary from the MINOS internal safety and quality control review for Printed Circuit Boards follow.

Comments and summary from the MINOS internal safety and quality control and review for the LED Light Injection Pulser boxes follow.

Comments and summary from the MINOS internal safety and quality control review for the MINDER Crate J2 backplane follow.

CABLE Safety

The following table shows the cables listed in the MINOS Near Detector electronics system.

Comments and summaries of safety reviews by the ES&H cable experts follow.
































































































































































































































































































































































