AQ800= 0

AQ801= 0

AQ802= 0

AQ803= 0

AQ847= 9.1
DB_name reading, matched reading as found| New matched reading Actual setting| Actual reading A| New setting
B:Q800S Amps 43.005 43.005 43.005 43.74 43.165
B:Q801S Amps 27.765 27.765 27.765 32.18 31.725
B:Q802S Amps 11.525 11.525 11.525 15.6 15.645
B:Q804S Amps 34.765 34.765 34.765 29.44 29.045
B:Q805S Amps 12.125 12.125 12.125 12.38 12.205
B:Q806S Amps 20.185 18.785 20.185 21.4 21.285 1.4 22.8
B:Q807S Amps 34.125\ 34.125 34.125 32.5 32.365
B:Q808S Amps 15.065 12.765 15.065 10.98 10.645 2.3 13.28
B:Q809S Amps 7.725 7.725 7.725 11.88 11.925
1:Q847S Amps 11.76 11.76 20.86 8.82 8.81 9.1 17.92
1:Q848S Amps 34.2 34.2 43.3 35.56 35.38 9.1 44.66
1:Q849S Amps -5.9 3.2 3.2 0 0.21
1:Q850S Amps 10.8\ 10.8 19.9 11.02 11.01 9.1 20.12
1:Q851S Amps 20.3 16 29.4 19.4 19.35 13.4 32.8
1:Q852S Amps 8.5 8.5 17.6 11.38 11.39 9.1 20.48
B:Q800 AMP 255.5 255.5 255.5 255.2948 256.0625
B:Q801 AMP 213.75 213.75 213.75 215.4999 214
B:Q802 AMP 184.4063 184.4063 184.4063 186.9031 184.6163
B:Q803 AMPS 99.9875 98.9875 99.9875 87.5 88.2875 1 88.5
1:Q847 AMP 182.225] 182.225 191.325 177.3987 175.7 9.1 186.4987




